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GPU Nuclear Corporation 
Posl Olltce Box 480 
Route 44 1 Souln 
"-'•dlllelown. Pcnn!.ylvama 17057 
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TMl Pro~rnm Office 
Attn· Hr. L. H. Barrett 

Deputy Pro~ram Director 
US Nuclear Regulatory Commission 
c/o Three Mile lsland Nuclear St:ttion 
Middletown, PA 17057-0191 

Dear Slr: 

Au~ust 1 , 1983 
41: 10-83-L-0162 

Three Hill· rsl:tnd Nuclear St:ttion, Unit 2 (TMI-2) 
Operatin~ License No. DPR-73 

Docket No. 50-320 
Re;tctor Vt!ssel !lead and Internals Handling Fixture 
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Att:tchccl for your review is the TMI-2 Reactor Vessel Head and Internals 
llun<lllnr. Fixture Serviceability Evaluation which was prepared in response 
to your letter NRC/Till 83-091 dated .July 8, 1983. The conclusion of this 
evaluation is that the Head and Internals Handling Fixture is acceptable 
for usc in performing the Polar Crane Load Test. 

lf you have any questions, please contact Mr. J. J. Byrne of my staff. 

BKK/JJ8/jcp 

Attachment 

CC: Or. D. J. Snyder, Program Director - TMl Program Office 

830804 0262 830801 
PDR ADOCK 0~000320 
P PDR 

GPU Nuclear Corpora lion ts a sut>s•d•ary ot the General Public Ullltlles Co.rporallOn 
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