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The NRC staff his reviewed your Recovery Operations Plan Change Request No. 7. 
dated June 15. 1981 {LL2-80-0160). The change request proposed that the 
n..t>er of atr teqMtrature indicators required to be operable at each of three 
elevations be modified from ~ to one to allow for exfstfng systan redundancy. 
You stated that thh change allows more flextbflfty fn scheduling" Nfntenance 
fn the event 'lf indicator faflure, and does not affect plant safety because 
the redun9nt ten.,erature indicators on the same level do not vary 110re thin 
two degrees. 

Presently, Surveillance Requtrsnant 4.6.1.5 requires two temperature indicators 
at each elevation. Aftel' perfonntng a general review of the data points for 
the indicators. the staff has confir"'ll8d that only very mfnor ~rature 
fluctuations occur between· both detectors on the s~~n~ elevation. Therefore, 
we have concluded that one detector reading per elevation wtll provide an 
adequate fndtcatton of temperature at that elevation wfth the second instru
ment available as a spare. We have therefore approved the pl'Oposed change 
tn Surveillance Requirement 4.6.1 .5 to fndfcate that only one telperature 
fndfcator ts required at each elevation. 

A copy of Change No. 6 to the Recovery Operation Plan 1s attached. 

Enclosure : 
As stat.<~ 

Sincerely. 

/f/ 
Befnard J . Snyder. Progr111 Of rector 
lMl Progra Offtce 
Offtce of Nuclear Reactor Regulation 
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SURVEILLANCE REQUIREMENTS 

4.6 CONTAINMENT SYSTEMS 

4. 6. 1 PRIMARY CONTAINMENT 

CONTAINMENT INTEGRITY 

4.6. 1. l Primary CONTAINMENT INTEGRITY shall be d..onstrated: 

a. At least once per 31 days by verifying that: 

1. All accessible (per occupational exposure considerations) 
penetrations not required to be open per approved procedures 
during RECOVERY MODE are closed by valves. blind flanges. 
or deactivated autoaatic valves serured in their positions. 

2. The equipment hatch is closed and sealed. 

b. By verifying that each contain.ent air Jock is OPERABLE per 
Specification 3. 6. 1.3. 

CONTAINMENT AIR LOCKS 

4.6.1 . l Eact\ contairwent air lock shall ~ detnonstrated OPEAA8LE: 

a. • After each opening, except When the air lock h being us.d for 
.ultfple entries, then at least once per 72 hovrs. by verifying less 
than or equal to 0.01 La seal leakage when the volu.e between the 
door seals 1s stab111zeo to a pressure to 10 psig. 

b. At least once per 6 Mnths by conduct1ng an overall air lock leakage 
test at PI, S6. 2 psfg, and by verifying that the ovet"all air lock 
leakage r te fs within fts 1ia1t. 

INTERNAL PRESSURE 

4. 6. 1. 4 The prfaary contafnaent inter-nal press,ure shall be detert~lhed to 
within the 1iMtts at least once per 12 hours. 

~b tfJit of 10 CFR. SO. 
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SURVEILLANCE REQUIREMENTS 

AIR TEMPERATURE 

4.6. 1.5 The priaary contain.ent average air t.-perature shall be the 
arithMetical average of the te~Peratures at the following locations and shall 
be determined at least once per 24 hours: 

Location 

a. RB na.inal Elev. 350' (l tesperature indication) 
b. RB noainal Elev. 330' (l temperature indication) 
c. RB nominal Elev. 305 1 (l teMperature indication) 

4. 6.4 COMBUSTIBLE GAS CONTROL 

HYDROGEN AHALY2ERS 

4. 6. 4. 1 The gas partitioner shall be de.onstrated OPERABLE at least once per 
31 days by performing a CHANNEL CALIBRATION using sample gases containing: 

a. One volume percent hydrogt~~ balance air. 

b. Four volume pe~cent hydrogen, balance air. 

HYDROGEN PURGE CLEANUP SYSTEM 

4.6.4.3 The hydrogen purge cleanup system shall be deMOnstrated OPERABLE: 

a. At least once per l8 months or (1) after any structural ~intenance 
on the HEPA filter or charcoal adsorber housings, or (2} following 
painting, fire at chemical release in any ventilation zone com.uni· 
eating with the system by: 

1. Verifying that the cleanup system satisfies the in-place 
testing acceptance criteria and uses the test procedures of 
Regulatory ?ositions C.5.a, C. 5.c and C.S,d of Regulatory 
Guide 1. 52, Revision 2, Marc~ 1978, and the system flow rate 
is 1000 cfm t 101. 

Z. Verifying a system flow rate of 1000 cfm t 1~ duri ng system 
operation when tested in accordance wfth ANSI NSl0-1975. 

b. At least once per 18 months by verifying that the pressure drop 
across the coMbined HEPA filters and charcoal adsorber banks i s less 
than 6 inches Water Gauge whil e operating the system at a flow rate 
of 1000 cfm ~ lOS. 

THREE tHL£ ISLAr40 - UPUT 2 Change No. 6 
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